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€ 000) Initlal Comments i oo

Raporl of Bienndal Sonsbruclion Survey by Dennks
Harrall and Bob Getchell on 12-28-2018,

Records indicate this facildy was firat licensed on
G-4-1978, for B4 peds, Based on this

s information, we are requiring this facility ic meet

i the 1078 Edifion of the Morth Carckng State

| Building Code-Seclion 402.1(c) Instiutional
Oocupancy, tha 1877 Rules for the Licenaing of
Adull Care Homes, and the apploable poriions of !
the 2005 Regulsiions for Adult Care Homes of

| Seven or More Beds.

© 160° Corridors-Free of equipmenl and Obstrucions | © 160

SECTION .0300 - PHYSICAL PLAMT '
1064 NCAC 13F 0305 PHYSICAL i

ENVIRONMENT
(g} The requirsments for corridors ara:
i (4) Corridors shali be froe of all equipment and

ather oesirucbons,

This Rute s not med as avidanced by i |
Based on observadion, the exit comridor near the | | We moved the chair from the _ J
salon was obstructed to only 3 feet 10 inches of | fALTfS
chear space. Exit corridors that are not : | the beauty parkar.

maintained st the minimun of 6 faet could delay | | doot in front of the deauty )

i an evacuation in an amergenay.

P e

C 160 Cutside Premises-Claan, Safe 160

SECTION 0300 - PHYSICAL PLANT g
104 NCAC 13F .0305  PHYSICAL ‘

ENVIROMMENT

{m} The requirements for pulside premisos ane:
{1} The outside grounds of new and existing
facilites shall ba malntalned in a clean and safe

conditian; : |
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A SUMMARY 5TAT EMENT OF DRFICIENCICS wo | PROVIORR S PLAN 0 CORREGTION
PREFEX (EACH DIEFKIEMECY MUST SE PROCEOCD BY FIAL i FREFIK [EACH CORKES TIVF ARTION BHOLLD PR ﬂD‘.ﬁ]ﬁE
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G160 Conlinued From page 1 180

This Rule s not met as evidancad by: We correctod the possibie trip !
Based on observation, a sewer cleanoyt cap hazard with # new sewer | 12/31/13
et | projecisd about an inch above the sidewalk &t the cloanout cap, Tt iz now flush
right rear of the facilly, Buch a i harard could . P

with the sidewalk,
delay an avacuation In an emergency.

LK 13-1-;' Housekeeping and Furniehings-Clean, Repalred | C© 1564

SECTION 0300 - PHYSICAL FLANT

T0A KCAC 13F 0308 HOUSEREEPING AND
FURKMISHINGS

| {a) Adult care homes shall; |
(1) heave wais, cefings, and flogrs or floor i
coverings kept chean and In good repalr;

(2} henra no chronde unpleasand odors;

(3} have furniture clean and in good repair;
ve) This Rule shal apply o new and axfsting
faoiifles. _

Tho celling grill for the

This Rule is not mel as evidencad I'_u,' -
Jst | Based on cbeevalion, ihe cailing gril for the exhaust fan in the storage 12130415

exhausi fan In ihe slorage room on O Hall vas room an O 1lall wes aleanad
wary dirfy. by housekeeping,

C 186 Housekoeping-Maintained Froe of Hazards o [HE !

SECTION 0300 - PHYSICAL PLANT

104 NCAC 13F 0206 HOUSEKEEFIMG AND

" FURNISHINGS

(2} Adult care homes shall;

18} be meinfained In an unclutlared, :.iEElh and

arderly manner, free of all cbstructions and !

; hezards, i
fa] This Rula shall apehy o new =nd exizting

j feciifies, |

This Rule ia nod met as evidencad by:
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A Continuod From page 2 oA

1. Based on obaarvalion, the hose bibs & the Perm — .

can wash wand aroa ware nol equigpod with nent m breakers 1231415
| vacuurmn breakers, Hoss bibe must be equipped were altached to the hose

with vacuum brealers o prevent tha possibility of Bibes al thee car wash wand

siphoning contaminated water into the water P

BYBtem.

4. Basad on a roviow of desuments, the rangs

Food fire suppression system in ihe kiichen is nof

teing inspectad monihly a8 required. Failure fo

parfarm manthly safety inepectiona cowld cause .

| the mystam fo fail to work when needed The fire suppression system

Fidings Include; in the kitchen i2 now being | .

The fire supEresion system had not been inspeeted monthly by B Safe | 122913

napacted sinca July. . |

Fin. i

: 1591 Euilding Equipmseni Maedntained Safe, Dperafing C16%

¢ This Rule is not met s evidonced by,

SECTMN 0300 - PHYSICAL PLANT

108 NCAC 13F 0311 OTHER
REQUIREMENTS :

@ The bullging and all fire safely, slectrical,
mechanical, and plumbding equipment in an adul]
sore home shall ba mainteined in a safe and
oparating condion,

ik} This Rule shell epply io new and axieting
facillims with the excention of Paragraph (8)
whioh ghall nel apply io existing fecilities,

1. Bazeo on chservalion ihe reguired one-hour
lire rated wals andfor celings wera compromised
in sewvarzl ipcalions, Hodes and ponctrations thai
are hot sealed with matanzls spproved for use In
ore-hour fire rated conglrection prasent the
poagliy that a fire thal begng in one epace can
auickly spread o clher areas of the Tacilly.
Findings Inchids:
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C 1989 Contnuad From paga 3 T1gg
#| & Holes In the kitchen cailing, Al noted openi '
S 8. Crack In the kitchen csiling whers the range noted openings were fire |
hood mests the caling, e lked.
4 . Opan sleave through the fire wa? above room
128, Completion Nute 01707716
d'{ d. Unsealed penoiation thwaugh the fire wail
abowe room 126,
A & Unsaaled penstration throwgh the smoke
bamier wa®! above room 101,
f. Open sleave through the fire wall above room
107,
| .
I 2. Based on cbservation, conrlder doors ars not
II chosing well andior latehing to resist the passege [
of fire and smake. Comfdor doors thal do nat I
close completely and latch present the possibility 3
I that a [ire that baging in one space can qulckly |
| spread to the corridor and the remainder of the | I
facillty. 0108116
Flndings Include; ‘
| 8. The double docrs io the dining reom could not a. Doors were planed .
clase complalely becauss they had sagped and . and re-hinged A5 |
_ were hilling éach othar. ded
T b. Thea double dears to the dinng roam were not HestEs s instalbed |
' aquipped with hardwars o affow them o latch b. A lnfch wis instaliet. |
I when clogad, I
¥ e Thera wos a hale fhrowgh each of the 1% hour -
fire docrs on B Hall and © Hall, e. Appropriate bolts
_ were used Lo seal
3. Bazed on observation, a duct mounted smoke holes,
detecior I8 insteled in fhe mechanical room on © , o
Hall bul s access door was provided fo allow Qur HYALC Specialist
Igﬂpemhn and malnfenance.  Sampling lubes demoznstraled how to aecess
WA hat are nod pericdicelly ingpocted and cleansd b ST B115M6
" | miay cause the duet detesior i nol work propery mh.m for inspection and
in the avent of & fire, IBaUNtEnAnGE.
. md i
4. Hased on observation a heal delectsr in tha implex rl:mmﬂ'll'l.bl"! the heat |
o | attic over the kifchen was mol propary mounbed, : deteetor in the attic ever the : DIMENG
| Haat datectors that are nol properly maintained ! kitzhen, ]
i+/5knn of Haakh S=rdco Aeg Uik . o T T
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may not work in an actual fire,
G, Bassd on cbeepsation, an eleckrical recsptacks \ . CANLA
JI in the comridor near room 102 had a cracked face, Ihe clectrical recuplacle in
Cracked alectrical outiets could expose residents the corridor near room 102
! and sizff fo enengized parts. was replaced.
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